UFFORD VILLAGE HALL
RISK ASSESSMENT FORM

Assessed by: Mr Steven Brereton Martin (Chair)
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Location: Ufford Village Hall, Main Street, Ufford PES 3BH
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BUILDING RISK ASSESSMENT

GENERAL

Ufford Village Hall was built in 1971.

It has a concrete floor, cut stone walls and a tiled roof.

Fire equipment is regularly inspected and certified.

Electrics are checked annually.

PAT inspection carried out annually.

Gas certification renewed annually.

All electric sockets have safety plugs inserted when not in use.
Mains (electronic) fire alarm system installed throughout the building
Fire alarm test and safety log is completed monthly

RISK RATING: LOW

RESULT: A

MAIN HALL

Fitted with fire-retardant curtains and blinds.
Safety glass fitted in all doors

Cork flooring is non-slip

No smoking signs displayed

Fire extinguisher is in place. Checked regularly.
Effective LED lighting installed.

RISK RATING: LOW

RESULT: A

KITCHEN

Hygienic tiled floor

Two sinks installed.

Plumbed-in industrial dishwasher
Ceramic hob

Gas oven

Appliance switches are labelled
Fire blanket in place.

Effective LED lighting installed.
Children are not allowed in kitchen; sign displayed.
RISK RATING: LOW

RESULT: A

STOREROOM

Non-slip flooring

Folding tables and stacking chairs are stored with trolleys for safe movement.

Cleaning equipment locked in cupboard; key held by Cleaner, Booking Co-ord and Chair.
Electric consumer unit is metal 18th Edition with SPD and RCBs.

Gas pipes have approved yellow labels.

Gas pipe to boiler has isolation valve fitted.

Effective LED lighting installed.

RISK RATING: LOW



RESULT: A

LADIES TOILET

Non-slip flooring.

Electronic hand dryer fitted.

Sanitary ware is in good condition.
Radiator fitted.

Electricity isolation switch at high level
Effective LED lighting installed.

RISK RATING: LOW

RESULT: A

GENTS TOILET

Non-slip flooring.

Electronic hand dryer fitted.
Sanitary ware is in good condition.
Radiator fitted.

Effective LED lighting installed
RISK RATING: LOW

RESULT: A

TOILET FOR THE DISABLED

Non-slip flooring

Sanitary ware designed for the disabled and is in good condition
Pull cord alarm system installed.

Door can be opened from corridor in emergency.
Type-designed baby-changing facility installed.

Electronic hand dryer fitted.

Effective LED lighting installed.

RISK RATING: LOW

RESULT: A

CORRIDOR

Non-slip floor

Noticeboard

Coat rails

Radiator fitted

Effective LED lighting installed.
RISK RATING: LOW

RESULT: A

LOFT

Entrance is by loft ladder to boarded loft space used for storage only.
Must ALWAYS be TWO people present to access loft space.

Only committee members allowed in the loft.

Effective LED lighting installed.



RISK RATING: MEDIUM
RESULT: A
ORGANISATIONS USING UFFORD VILLAGE HALL

* Organiser/hirer/parent is responsible for the safety of participants.

* Maedical emergency numbers and fire safety instructions are displayed on main noticeboard.
* Information about location of fire extinguishers and first-aid box is displayed on noticeboard.
* Evacuation procedure boards displayed at both exits.

* All doors are level-access; front doors and doors to Main Hall have stay-open mechanism.

* No children in kitchen or storeroom (notices displayed).

* No access to loft/attic.

* Appropriate adult supervision for children’s parties.

* RISK RATING: LOW.

* RESULT: A



